1Q/2002 Performance Indicators - Point Beach 1
Point Beach 1

1Q/2002 Performance Indicators

Licensee's General Comments: none

Unplanned Scrams per 7000 Critical Hrs
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Thresholds: White = 3.0 Yellow = 6.0 Red = 25.0

Notes

|[Unplanned Scrams per 7000 Critical Hrs|[20/00|[3Q/00][40/00][10/01][20/01][30/01][4a0/01][10/02
|Unp|anned scrams || 0|| 0|| 1.0|| 0|| 0” 0|| 0|| 0|
[critical hours |[2183.0|[2208.0|[2193.0||2160.0|| 1349.8]| 1961.6|[ 2209.0|[ 2160.0|
| I I I I I I I I |
[Indicator value [ 20| 120 17 o8] o9 o9 ol| ol

Licensee Comments: none
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Scrams with Loss of Normal Heat Removal
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Thresholds: White = 2.0 Yellow = 10.0 Red = 20.0

Notes

[Scrams with Loss of Normal Heat Removal|[2Q/00]|[3G/00][4q/00|[10/01][20/01][30/01][aq/01][10/02]
[Scrams Lo of 1o of of of of o
| I I I | | | | I |
[Indicator value || 20| 20| 30| 30| 30 30 30 3.0

Licensee Comments:
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1Q/02: White indicator is a result of the following events: 5/14/99: Manual scram in response to feedwater heater leak;
1/21/00: Manual scram in response to freezing of the intake crib; 10/27/00: Precautionary manual scram prompted by loss of

communication with a diver.
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Unplanned Power Changes per 7000 Critical Hrs
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Thresholds: White = 6.0

Notes

[unplanned Power changes per 7000 critical Hrs|[2q/00][30/00][40/00][10/01][20/01][30/01][20/01][10/02]

|Unplanned power changes || 1.0” 0” 0” 0” 0” 2.0” 1.0” 0|
[critical hours ||2183.0]| 2208.0|[ 2193.0|[2160.0|[ 1349.8|| 1961.6|| 2209.0]| 2160.0]
| I I I I I I | | |
[1ndicator value [ 2.0 20 17 o o 18[ 27| 27|

Licensee Comments: none
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Safety System Unavailability, Emergency AC Power
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Thresholds: White = 2.5% Yellow = 5.0% Red > 10.0%

Notes

[safety System Unavailability, Emergency AC Power]| 2Q700][ 3Q/00|| 40/00|| 10/01]| 2q0/01]| 30/01][ 40/01][ 10/02]

|Train 1

|Planned unavailable hours

|| 29.72|| e62.87|| s54.45|| 31.75|[ 10.83|| 12.37|| 21.07|| 18.39|

|Unp|anned unavailable hours || O|| 4.37” 0.37” O|| 0|| O|| O|| 0|
|Fau|t exposure hours || O|| 585.47” O|| O|| 0|| O|| O|| 0|
|Effective Reset hours | ol| ol| ol| ol| ol| ol| ol| 0|

|Required hours

|[2183.00]||2208.00|[2209.00]||2160.00|[2183.00]|[2208.00|[2209.00]|2160.00|

|Train 2

|Planned unavailable hours

|[ 15.03|| 17.82| 29.68|] 49.82]] 24.47]] 22.59|] 24.60]] 13.76]

|Unp|anned unavailable hours || O|| 0” O” O|| 0” O” O|| 1.98|
|Fau|t exposure hours || O|| 0|| O|| O|| 0|| O|| O|| 0|
|Effective Reset hours i ol| of| ol| ol| of| ol| ol| ol

|Required hours

|[2183.00]||2208.00|[2209.00|[2160.00|[2183.00]|[2208.00|[2209.00]|2160.00]|

|Indicator value

[ 1.8%]] 2.3%)]| 2.4%]| 2.49%|[ 2.290]|] 2.1%)| 2.19%]| 2.294|

Licensee Comments: none
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Safety System Unavailability, High Pressure Injection System [(HPSI)
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Thresholds: White = 1.5% Yellow = 5.0% Red = 10.0%

Notes

[safety System Unavailability, High Pressure Injection System (HPSD|| 2Q/00][ 3q/00]| 40/00]|| 10/01]| 20/01][ 30/01][ 40/01]| 10/02]
[Train 1 | I I | I I | I |
[Planned unavailable hours [ 1.34| 687 153|| 742l 1.00| 3.92| 23.18]] 9.01]
|Unp|anned unavailable hours || 0” 0|| O” 0” 1.00” O” 0” 0|
|Fau|t exposure hours || 0” 0|| O” 0” 0|| O” 0” 0|
|Effective Reset hours I o[ ol| ol| o[ ol| ol| o[ 0|
[Required hours ||2183.00]|[2208.00||2209.00||2160.00|[1344.60]||1961.60|[2209.00]|2160.00|
[Train 2 I I I I I I I I |
[Planned unavailable hours [ o.32]] 850 3.4s]| 653l o030] 234 12.57]] 11.27]
|Unp|anned unavailable hours || 0” 0” O” 0” 0” O” 0” 0|
|Fau|t exposure hours || O” O|| 0|| O” O|| 0|| O” O|
|Effective Reset hours I ol| ol| of| ol| ol| of| ol| ol
[Required hours ||2183.00|[2208.00||2209.00]|2160.00|[1344.60]|[1961.60|[2209.00]|2160.00]
| | I I | I I | I |
[Indicator value || 0.296|[ 0.290]] 0.290]] 0.290]] 0.296|] 0.296]| 0.3%)]| 0.29]

Licensee Comments:

4Q/01: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of OI-100 fills from 1/2000 to present.

3Q/01: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of O1-100 fills from 1/2000 to present.

2Q/01: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of O1-100 fills from 1/2000 to present.

1Q/01: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of OI-100 fills from 1/2000 to present.

4Q/00: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of OI1-100 fills from 1/2000 to present.

3Q/00: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of O1-100 fills from 1/2000 to present.
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2Q/00: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of OI-100 fills from 1/2000 to present.

1Q/00: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of O1-100 fills from 1/2000 to present.

Safety System Unavailability, Heat Removal System [AFW)

2 2 2 = = = = 2
=} =1 = =1 =) =1 =1 =1
(] [ur] -t - "] ] - -

0%

2% : P

A%

6%

8% -

10%-

e

Thresholds: White = 2.0% Yellow = 6.0% Red > 12.0%

Notes

[safety System Unavailability, Heat Removal System (AFW)|| 20/00|[ 3Q/00][ 49/00][ 10/01]] 20/01][ 3q/01][ 2ag/01]| 10/02]
[Train 1 | I I | I I | I |
[Planned unavailable hours || as.80|| 427 o0.77| 8.4l 3.75|] 25.30|| 4.26|]] 25.46]
|Unplanned unavailable hours [ s.60| ol 3.08| o|l| 15.88]| ol 27.53 ol
|Fau|t exposure hours || 0” 0|| O” 0” 0|| O” 13.23” 0|
|Effective Reset hours || 0” 0” O” 0” 0” O” 0” 0|
[Required hours ||2183.00]||2208.00|[2209.00]||2160.00|[1478.95||2016.00|[2209.00]|2160.00|
[Train 2 | I | | I | | I |
[Planned unavailable hours || 1s.10|| 6.05|| 29.48|| 23.50|[ 2.50|| 6.60|| 3.23|] 12.90]
|Unp|anned unavailable hours || 0” 0|| 0.50” 16.20” 0|| O” 0” 0|
|Fau|t exposure hours || O” O” 0” O” O” 0” O” O|
|Effective Reset hours I ol| ol| of| ol| ol| of| ol| ol
[Required hours ||2183.00|[2208.00||2209.00||2160.00|[1478.95||2016.00|[2209.00]|2160.00|
[Train 3 I I I I I I I I |
[Planned unavailable hours || 27.70|[ 34.55][ 107.56]] 5.80|] 2.33|[ 13.69]| 2.62|| 13.95]
|unplanned unavailable hours [ 20.60|| of| of  o0.07| of| of| ol 8.47|
|Fau|t exposure hours || 0” 0|| 0|| 0” 0|| 0|| 0” 0|
|Effective Reset hours || 0” 0|| O” 0” 0|| O” 0” 0|
[Required hours |[2183.00][2208.00][2209.00][2160.00|[1478.95]|[2016.00][2209.00][2160.00]
| | I I | I I | I |
[Indicator value [ 1.290| 1.19| 1.290| 1.19%|[ 1.09| 1.0%|| 0.996| 0.990|
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Licensee Comments: none
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Safety System Unavailability, Residual Heat Removal System
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Thresholds: White = 1.5% Yellow = 5.0% Red > 10.0%

Notes
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[safety System Unavailability, Residual Heat Removal System||[ 20/00|| 30/00]| 40/00|| 1q/01|[ 20/01][ 30/01]| 40/01][ 10/02]

|Train 1

|Planned unavailable hours

[ o.0| 7.99| 1.20|| 19.00| s.60|] 28.22|| 3.24] 27.81]

|Unp|anned unavailable hours || 0|| O|| O|| 0|| O|| O|| 0|| O|
|Fau|t exposure hours || 0|| O|| O|| 0|| O|| O|| 0|| O|
|Effective Reset hours || ol| ol| ol| ol| ol| ol| ol| 0|

|Required hours

||2183.00]||2208.00|[2209.00]||2160.00|[1968.90|[2208.00|[2209.00]|2160.00|

|Train 2

[Planned unavailable hours || oss|| 1.02]] os56| 16.67|| 6.54]] 7.80| 2.36|] 0.45]
|Unp|anned unavailable hours || 0” O” O|| 0” O” O|| 0” O|
|Fau|t exposure hours || O|| 0|| 0|| O|| 0|| 0|| O|| 0|
|Effective Reset hours [l of| ol| ol| of| ol| ol| of| ol

|Required hours

||2183.00||2208.00|[2209.00||2160.00|[1968.90|[2208.00|[2209.00]|2160.00|

|Indicator value

|| 0.296|| 0.290]] 0.290|] 0.29%| 0.296|] 0.3%]| 0.2%| 0.3%)]

Licensee Comments:

4Q/01: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of OI-100 fills from 1/2000 to present.

3Q/01: A FAQ has been submitted regarding redundant support system component unavailability.

2Q/01: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of OI1-100 fills from 1/2000 to present.

4Q/00: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
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requested inclusion of OI-100 fills from 1/2000 to present.

3Q/00: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of OI-100 fills from 1/2000 to present.

2Q/00: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of OI-100 fills from 1/2000 to present.

1Q/00: 1Q/02: Engineering review corrected hours as a result of a Corrective Action (CA002472 aka CR 01-3365) that
requested inclusion of OI-100 fills from 1/2000 to present.

Safety System Functional Failures {PWR)
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Thresholds: White = 5.0

Notes

|safety System Functional Failures (PWR)||2Q/00||3Q/00||4Q/00|[1Q/01|[20/01|[30/01||40/01]|10/02
|Safety System Functional Failures || 0” 0|| 0|| 0|| 1|| 0|| 0|| 2|
| I I I I I I I I |
|Indicat0r value ” O” O|| 0|| 0|| l|| l|| l” 3|

Licensee Comments:

1Q/02: LER 266/2001-005-00, "PRA Assessment of Auxiliary Feedwater System Reveals Procedural Vulnerability Related to Loss
of Instrument Air." This report was submitted to the NRC on January 28, 2002 (NRC 2002-012). LER 266/2001-006-00,
"Appendix R Requirements Not Satisfied for Unanalyzed Fire Induced Damage to the AFW System." This event was identified as
a potential SSFF.
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Reactor Coolant System Activity
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Thresholds: White = 50.0 Yellow > 100.0

Notes

Reactor Coolant System
Activity

4/00 5/00 6/00 7/00 8/00 9/00 10/00 11700 12700 1/01 2/01 3701

|Maximum activity

||0.001500||0.001660][0.001770]|0.001790]|0.001920||0.002000||0.001920|[0.002030||0.002110|[0.002210||0.002250|[0.002320|

|Technical specification limit

I 0.8|| 0.8|| 0.8|| 0.8|| 0.8|| 0.8|| 0.8|| 0.8|| 0.8|| 0.8|| 0.8|| 0.8]

|Indicator value

I 0.2|| 0.2 0.2|| 0.2|| 0.2|| 0.3|| 0.2 0.3|| 0.3|| 0.3|| 0.3|| 0.3]

Reactor Coolant System
Activity

4/01 5/01 6701 7/01 8/01 9/01 10/01 11/01 12/01 1/02 2/02 3702

|Maximum activity

||0.002310]|0.001100}|0.001200||0.001260||0.001370||0.001250||0.001350|[0.001420|[0.001500|[0.001530||0.001610|[0.001650]|

|Technical specification limit

I 0.8|| 0.8 0.8 0.8 0.8|| 0.g| 0.8 0.8 0.8 0.8|| 0.g| 0.8

|Indicator value

I 0.3|| o.1]| 0.2|| 0.2|| 0.2|| 0.2|| 0.2 0.2|| 0.2|| 0.2|| 0.2 0.2]

Licensee Comments: none
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Reactor Coolant System Leakage
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Thresholds: White = 50.0 Yellow > 100.0

Notes

|[Reactor Coolant System Leakagel|[4/00][5/00][6/00|[7/00][8/00][9/00][10/00][11/00][12/00][1/01][2/01][3/01]

[Maximum leakage ||0.144]|0.156][0.200]|0.146[0.170|[0.163]| 0.180]| 0.230|| 0.416|[0.167||0.200]|[0.220]
[Technical specification limit || 10.0|| 10.0|[ 10.0|| 10.0|[ 10.0|[ 10.0]] 10.0]| 10.0|[ 10.0|[ 10.0| 10.0|[ 10.0|
| | I | | | I I | I |
[Indicator value |[ 24| 16| 20| 28] 2.7|[ 26| 28| 23] 42 17| 2.0 2.2]

[Reactor Coolant System Leakage||4/01||5/01|[6/01]|7/01|[8/01|[9/01|[10/01|11/01|[12/01|[1/02]||2/02]|[3/02]

[Maximum leakage |[0.090][0.336][0.270][0.420][0.786|[0.800]| 0.096]| 0.140]| 0.186|[0.100][0.460][0.150]
[Technical specification limit |[ 10.0][ 10.0][ 10.0]] 10.0][ 10.0|[ 10.0][ 10.0]] 10.0]] 10.0][ 10.0][ 10.0][ 10.0]
| | I | | | I | I | |
[Indicator value [| 09| 34| 2.7]| 42| 7.9/ 80| 10| 14| 1.9l 10| 46| 1.5

Licensee Comments: none
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Drill/Exercise Performance
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Thresholds: White < 90.0% Yellow < 70.0%

Notes

[Drill/Exercise Performance|[2Q/00|[30/00][4G/00][10/01][20/01][30/01][40/01][10/02]
|Successful opportunities || 14.0|| 14.0| 30.0| 40| 20| 40| 15.0| 12.0|
[Total opportunities || 14.0|| 14.0| 30.0| 40| 20| 40| 16.0| 120
| I I I I I I I I |
[Indicator value |[92.290][96.0%0][96.296][96.0%6|[96.690][97.790]|98.8%6][99.0%4]

Licensee Comments:

1Q/02: Point Beach is reporting 12 of 12 successful PARs. One of these opportunities is still under discussion with the NRC,
pending receipt of the inspection report.
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ERO Drill Participation
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Thresholds: White < 80.0% Yellow < 60.0%

Notes

[ERO Drill Participation |[20700][30/00][40/00|[ 1q/01][2q/01][30/01][40/01][10/02]
|Participating Key personnel||38.0  |[36.0 |[34.0 |[35.0 |[34.0 |[[35.0 |[45.0 [la6.0 |
[Total Key personnel [[39.0 |[37.0 |[[35.0 |[35.0 [[35.0 |[38.0 [la9.0 |f49.0 |
| I I I I I I I I |
[Indicator value |[97.490][97.3%0][97.196][100.096|[97.196][92.190][91.8%6][93.994]

Licensee Comments: none
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Alert & Notification System
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Thresholds: White < 94.0% Yellow < 90.0%

Notes

[Alert & Notification System|[2Q/00][30/00][4aq/00|[10/01][26/01][30/01][40/01][10/02]
[Successtul siren-tests [ 78| 84| 83| 83| s3|| 83| 84| 82
|Total sirens-tests [ 84| 84| 84| 84| 84| 84| 84l 84
| I I I I I I I I |
[Indicator value |[23.5%0|[24.096][94.396][97.690][99.190][98.8%6]|99. 196][98.8%0]

Licensee Comments: none
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Occupational Exposure Control Effectiveness
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Thresholds: White = 2.0 Yellow = 5.0

Notes

[occupational Exposure Control Effectiveness|[20/00][30/00][40/00][1q/01][20/01][30/01][40/01][10/02
|High radiation area occurrences || O|| 0” 0” 0|| 1|| 0|| O|| O|
|Very high radiation area occurrences || O|| 0” 0” 0|| 0|| 0|| O|| O|
|Unintended exposure occurrences || O|| 0” 0” 0|| 0|| 0|| O|| O|
|Indicat0r value || O|| O” O” O|| l|| l|| l|| l|

Licensee Comments: none
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RETS/ODCM Radiological Effluent
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Thresholds: White = 1.0 Yellow = 3.0

Notes

|[RETS/0DCM Radiological Effluent|[20/00][30/00][4q/00][10/01][20/01][30/01]|[40/01][10/02]
[RETS/0DCM occurrences [l ol| of| of| ol| ol| ol| of| ol

|Indicat0r value || 0|| 0” 0” O|| O|| O” O” O|

Licensee Comments: none

Page 15 of 18




1Q/2002 Performance Indicators - Point Beach 1 Page 16 of 18

Protected Area Security Performance Index
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Thresholds: White > 0.080

Notes

[Protected Area security Performance Index|[2Q/00]|[30/00][4q/00|[10/01][20/01][30/01][4G/01][10/02]
[1DS compensatory hours Il ol| ol| o|| 19.50|| of| of| of| 0|
[ccTv compensatory hours i of 3.8|[ 304 7.6 of| ol| ol| ol
[1DS normalization factor [ 2.20] 12.20|[ 1.20|] 1.20|| 1.20|] 1.20|| 1.20][ 1.20]
[ccTv normalization factor [ a0l 20 10 10] 10 10 10 1.0
| | | | I | | I I |
[Index value [l o|[ 0.001]| 0.002|| 0.003|| 0.003|| 0.003|[ 0.001]| o

Licensee Comments:

1Q/02: Engineering evaluation indicated a need to upgrade the intrusion detection and assessment systems. IDS and CCTV
systems scheduled for replacement in 2002. Typical compensatory hours for the IDS and CCTV are not counted in this indicator
as allowed by the NEI 99-02, Rev 2 guidance.
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Personnel Screening Program
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Thresholds: White = 2.0 Yellow = 5.0

Notes

[Personnel screening Program|[2Q/00][3G/00][4q/00|[10/01][20/01][30/01][aq/01][10/02]
|Program failures || 0|| 0|| 0|| 0|| 0|| 0|| 0” 0|

|Indicat0r value || 0|| 0|| 0” 0” O|| O|| O” O|

Licensee Comments: none
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FFD/Personnel Reliability
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Thresholds: White = 2.0 Yellow = 5.0

Notes

|[FED/Personnel Reliability|[20/00][30/00|[40/00][10/01][20/01][30/01][40/01][10/02]
|Program Failures || 0|| 0|| 0|| 0|| 0|| 0|| 0|| 0|
| I I I I I I | | |

|Indicat0r value ” O|| 0|| 0|| 0|| 0|| 0” O|| O|

Licensee Comments: none

A pI summary | Inspection Findings Summary | Reactor Oversight Process

Last Modified: May 1, 2002
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